
EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-92109-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

07/06/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com
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METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-92109-1

Descrietion Lab Location Method Preearation Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.S.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.
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SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-92109-1

Lab Samele 10 Client Samele 10 Client Matrix
OatelTime
Sameled

OatelTime
Received

420-92109-1 DrinkingWater 06/26/2015 0630 06/30/2015 1430

EnviroTest Laboratories, Inc.

Page 3 of 7
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Mr. Steve G Cowles Job Number: 420-92109-1
Village of Tarrytown Lab Sample Id: 420-92109-1
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tanrytown, NY 10591 Date Sampled: 06/26/2015 0630

Date Received: 06/30/2015 1430

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper <10.0 uglL 10.0 10.0 200.8 Rev.5.4 07101/2015 1740 07102/2015 2111 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 07101/2015 1740 07102/2015 2111 1.0

EnviroTest Laboratories, Inc.
Page 4 of 7
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MOL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MOL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL, RA, RE

EPA

MOL

NO

QC

RL

RPD

EnviroTest Laboratories, Inc.
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EnviroYest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-91963-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~--~
Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

07/02/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envlrotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 7
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METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-91963-1

Descrietion Lab Location Method Preearation Method
Matrix: Water

ICPMS Metals by 200.8

200 Series Drinking Water Prep Determination Step
EnvTest
EnvTest

EPA 200.8 Rev.5.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 2 of 7



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-91963-1

Lab Samele 10 Client Samele 10 Client Matrix
Oate/Time
Sameled

Oate/Time
Received

420-91963-1 Drinking Water 06/16/2015 0700 06/25/2015 1500

EnviroTest Laboratories, Inc.

Page 3 of 7
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Mr. Steve G Cowles Job Number: 420-91963-1
Village of Tarrytown

Lab Sample Id: 420-91963-1401 Neperan Road
Client Matrix: Drinking WaterShaft 10
Date Sampled: 06/16/2015 0700Tarrytown, NY 10591
Date Received: 06/25/2015 1500

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper <10.0 ug/L 10.0 10.0 200.8 Rev.5.4 06/29/2015 1707 06/30/2015 1947 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 06/29/2015 1707 06/30/2015 1947 1.0

EnviroTest Laboratories, Inc.
Page 4 of 7
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL, RA, RE

EPA

MDL

ND

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 6 of 7
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-91438-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~.~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

06/16/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.

315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestiaboratories.com

Page 1 of 7

mailto:jesposito@envirotestlaboratories.com
http://www.envirotestiaboratories.com


METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-91438-1

Descrie,tion Lab Location Method Pree,aration Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.S.4

EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 2 of 7



SAMPLE SUMMARY

Client: Village ofTarrytown Job Number: 420-91438-1

Lab Sam.e.le10 Client Sam.e.le 10 Client Matrix
OatelTime
Sam.e.led

OatelTime
Received

420-91438-1 Drinking Water 06/08/2015 0700 06/11/2015 1500

EnvlroTest Laboratories, Inc.

Page' 3 of 7
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Mr. Steve G Cowles Job Number: 420-91438-1
Village ofTarrytown Lab Sample Id: 420-91438-1
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 06/08/2015 0700Tarrytown, NY 10591
Date Received: 06/11/2015 1500

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 65.7 ug/L 10.0 10.0 200.8 Rev.5.4 06/12/2015 1545 06/15/2015 1435 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 06/12/2015 1545 06/15/2015 1435 1.0

EnviroTest Laboratories, Inc.
Page 4 of 7
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL,RA,RE

EPA

MDL

ND

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 6 of 7
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-91118-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

06/15/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

E!1viroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 8

mailto:jesposito@envirotestlaboratories.com
http://www.envirotestlaboratories.com


METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-91118-1

Descrietion Lab Location Method Preearation Method
Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.5.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 2 of 8



SAMPLE SUMMARY

Client: Village of Tarrytown

Lab Sam.e.le 10 Client Sam.e.le 10 Client Matrix

Drinking Water
Drinking Water

420-91118-1
420-91118-2

EnviroTest Laboratories, Inc.

Page 3 of 8

OatelTime
Sam.e.led

05/27/2015 1200

05/27/2015 0700

Job Number: 420-91118-1

OatelTime
Received

06/04/2015 1500

06/04/2015 1500
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Mr. Steve G Cowles Job Number: 420-91118-1
Village ofTarrytown Lab Sample Id: 420-91118-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 05/27/2015 1200Tarrytown, NY 10591
Date Received: 06/04/2015 1500

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper <10.0 ug/L 10.0 10.0 200.8 Rev.5.4 06/05/2015 1546 06/14/2015 1644 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 06/05/2015 1546 06/14/2015 1644 1.0

EnviroTest Laboratories, Inc.
Page 4 of 8
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Mr. Steve G Cowles Job Number: 420-91118-1
Village of Tarrytown Lab Sample Id: 420-91118-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/27/2015 0700

Date Received: 06/04/2015 1500

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 135 uglL 10.0 10.0 200.8 Rev.5.4 06/05/2015 1546 06/14/2015 1647 1.0

Lead 1.17 uglL 1.00 1.00 200.8 Rev.5.4 06/05/2015 1546 06/14/2015 1647 1.0

EnviroTest Laboratories, Inc.
Page 5 of 8
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R

DL, RA, RE

EPA

MOL

Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MOL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MOL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points,

NO

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 7 of 8
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-90564-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

06/01/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 11
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METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-90564-1

Descrie,tion Lab Location Method Pree,aration Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Detennination Step

EnvTest
EnvTest

EPA 200.8 Rev.5.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest laboratories, Inc.

Page 2 of 11



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-90564-1

OatelTime OatelTime
Lab Samele 10 Client Samele 10 Client Matrix Sameled Received

420-90564-1 Drinking Water 05/13/2015 0600 05/21/2015 1500

420-90564-2 Drinking Water 05/15/2015 0500 05/21/2015 1500

420-90564-3 Drinking Water 05/19/2015 0435 05/21/2015 1500

420-90564-4 Drinking Water 05/14/2015 0458 05/21/2015 1500

420-90564-5 Drinking Water 05/13/2015 0600 05/21/2015 1500

EnviroTest Laboratories, Inc.

Page 3 of 11
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Mr. Steve G Cowles Job Number: 420-90564-1
Village of Tarrytown Lab Sample Id: 420-90564-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tanrytown, NY 10591 Date Sampled: 05/13/2015 0600

Date Received: 05/21/2015 1500

Client Sample ID:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper <10.0 uglL 10.0 10.0 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2137 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2137 1.0

EnvlroTest Laboratories, Inc. Page 4 of 11
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Mr. Steve G Cowles Job Number: 420-90564-1
Village ofTarrytown Lab Sample Id: 420-90564-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/15/2015 0500

Date Received: 05/21/2015 1500

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 156 ug/L 10.0 10.0 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2141 1.0

Lead 3.01 ug/L 1.00 1.00 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2141 1.0

EnviroTest Laboratories, Inc.
Page 5 of 11
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Mr. Steve G Cowles Job Number: 420-90564-1
Village of Tarrytown Lab Sample Id: 420-90564-3
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10

Date Sampled: 05/19/2015 0435Tarrytown, NY 10591
Date Received: 05/21/2015 1500

Client Sample ID:

ResulVQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 70.7 ug/L 10.0 10.0 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2144 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2144 1.0

EnviroTest Laboratories, Inc.
Page 6 of 11
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Mr. Steve G Cowles Job Number: 420-90564-1
Village ofTarrytown Lab Sample Id: 420-90564-4
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/14/2015 0458

Date Received: 05/21/2015 1500

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 78.2 uglL 10.0 10.0 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2148 1.0

Lead 22.1 g uglL 1.00 1.00 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2148 1.0

EnviroTest Laboratories, Inc.
Page 7 of 11
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Mr. Steve G Cowles Job Number: 420-90564-1
Village of Tarrytown Lab Sample Id: 420-90564-5
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 05/13/2015 0600Tarrytown, NY 10591
Date Received: 05/21/2015 1500

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 134 uglL 10.0 10.0 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2201 1.0
Lead 1.70 uglL 1.00 1.00 200.8 Rev.5.4 05/22/2015 1802 05/27/2015 2201 1.0

EnviroTest Laboratories, Inc.
Page 8 of 11
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Client: Village of Tarrytown

Lab Section Qualifier

DATA REPORTING QUALIFIERS

Job Number: 420-90564-1

Descrie,tion

Metals

EnvlroTest Laboratories, Inc.

g Result fails applicable NYS drinking water standards

Page 9 of 11



Definitions and Glossary

Client: Village of Tarrytown Job Number: 420-90564-1

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a speclfied degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points,

DL, RA, RE

EPA

MDL

ND

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 10 of 11
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-90779-1

SDG Number: Lead/Copper

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

/Y7#".t!!~ kl.,Thv~

Designee for

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

06/08/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envlrotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestiaboratories.com

Page 1 of 17

mailto:jesposito@envirotestlaboratories.com
http://www.envirotestiaboratories.com


Client: Village of Tarrytown

Descrietion

METHOD SUMMARY

Lab Location

Job Number: 420-90779-1
SDG Number: Lead/Copper

Method Preearation Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EPA 200.8 Rev.5.4

EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

EnvTest
EnvTest

Page 2 of 17 06/08/2015



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-90779-1
SDG Number: Lead/Copper

OatelTime OatelTime
Lab Samele 10 Client Samele 10 Client Matrix Sameled Received

420-90779-1 Drinking Water 05/20/2015 0900 05/28/2015 1500
420-90779-2 Drinking Water 05/27/2015 1900 05/28/2015 1500
420-90779-3 Drinking Water 05/27/2015 0700 05/28/2015 1500
420-90779-4 Drinking Water 05/27/2015 0530 05/28/2015 1500
420-90779-5 Drinking Water 05/27/2015 0530 05/28/2015 1500
420-90779-6 Drinking Water 05/27/2015 0625 05/28/2015 1500
420-90779-7 Drinking Water 05/28/2015 0600 05/28/2015 1500
420-90779-9 Drinking Water 05/27/2015 0605 05/28/2015 1500
420-90779-10 Drinking Water 05/28/2015 0700 05/28/2015 1500
420-90779-11 Drinking Water 05/28/2015 0530 05/28/2015 1500
420-90779-12 Drinking Water 05/28/2015 0645 05/28/2015 1500

EnviroTest Laboratories, Inc.

Page 3 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village ofTarrytown Lab Sample Id: 420-90779-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/20/2015 0900

Date Received: 05/28/2015 1500

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 155 uglL 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1317 1.0

Lead 1.67 uglL 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1317 1.0

EnviroTest Laboratories, Inc. Page 4 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village ofTarrytown Lab Sample Id: 420-90779-2
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/27/2015 1900

Date Received: 05/28/2015 1500

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 41.3 ug/L 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1331 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1331 1.0

EnviroTest Laboratories, Inc.
Page 5 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village of Tarrytown Lab Sample Id: 420-90779-3
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 05/27/2015 0700
Tanrytown, NY 10591

Date Received: 05/28/2015 1500

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 44.8 ug/L 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1335 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1335 1.0

EnviroTest Laboratories, Inc. Page 6 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village ofTarrytown Lab Sample Id: 420-90779-4
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/27/2015 0530

Date Received: 05/28/2015 1500

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 90.2 uglL 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1338 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1338 1.0

EnviroTest Laboratories, Inc.
Page 7 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village ofTarrytown Lab Sample Id: 420-90779-5
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/27/2015 0530

Date Received: 05/28/2015 1500

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 124 uglL 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1342 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1342 1.0

EnviroTest Laboratories, Inc.
Page 8 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village ofTarrytown Lab Sample Id: 420-90779-6
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/27/2015 0625

Date Received: 05/28/2015 1500

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 64.5 uglL 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1345 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1345 1.0

EnviroTest Laboratories, Inc.
Page 9 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village ofTarrytown Lab Sample Id: 420-90779-7
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 05/28/2015 0600
Tarrytown, NY 10591

Date Received: 05/28/2015 1500

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper <10.0 uglL 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1349 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1349 1.0

EnviroTest Laboratories, Inc.
Page 10 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village ofTarrytown Lab Sample Id: 420-90779-9
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/27/2015 0605

Date Received: 05/28/2015 1500

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 160 uglL 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1402 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1402 1.0

EnviroTest Laboratories, Inc.
Page 11 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village of Tarrytown Lab Sample Id: 420-90779-10
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/28/2015 0700

Date Received: 05/28/2015 1500

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 132 uglL 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1406 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1406 1.0

EnviroTest Laboratories, Inc. Page 12 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village of Tarrytown Lab Sample Id: 420-90779-11
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/28/2015 0530

Date Received: 05/28/2015 1500

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 95.1 uglL 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1409 1..0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1409 1.0

EnviroTest Laboratories, Inc.
Page 13 of 17 06/08/2015
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Mr. Steve G Cowles Job Number: 420-90779-1
Village of Tarrytown Lab Sample Id: 420-90779-12
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/28/2015 0645

Date Received: 05/28/2015 1500

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 89.3 uglL 10.0 10.0 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1413 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/29/2015 1549 06/02/2015 1413 1.0

EnviroTest Laboratories, Inc.
Page 14 of 17 06/08/2015
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL,RA,RE

EPA

MDL

ND

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 16 of 17 06/08/2015
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-90252-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~ .....~
Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

05/28/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 50
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METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-90252-1

Descrietion Lab Location Method Preearation Method
Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.S.4

EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 3 of 50



SAMPLE SUMMARY

Client: Village ofTarrytown Job Number: 420-90252-1

OatelTime OatelTime
Lab Same Ie 10 Client Samele 10 Client Matrix Sameled Received

420-90252-1 Water 05/10/2015 1100 05/13/2015 1600

420-90252-2 Water 05/11/2015 0700 05/13/2015 1600

420-90252-3 Water 05/11/2015 0400 05/13/2015 1600

420-90252-4 Water 05/11/2015 0527 05/13/2015 1600

420-90252-5 Water 05/11/2015 0745 05/13/2015 1600

420-90252-6 Water 05/12/2015 0630 05/13/2015 1600

420-90252-7 Water 05/12/2015 0500 05/13/2015 1600

420-90252-8 Water 05/12/2015 0730 05/13/2015 1600

420-90252-9 Water 05/12/2015 0547 05/13/2015 1600

420-90252-10 Water 05/12/2015 0545 05/13/2015 1600

420-90252-11 Water 05/12/2015 0630 05/13/2015 1600

420-90252-12 Water 05/12/2015 0515 05/13/2015 1600

420-90252-13 Water 05/12/2015 0630 05/13/2015 1600

420-90252-14 Water 05/12/2015 0645 05/13/2015 1600

420-90252-15 Water 05/12/2015 0600 05/13/2015 1600

420-90252-16 Water 05/12/2015 0530 05/13/2015 1600

420-90252-17 Water 05/12/2015 0630 05/13/2015 1600

420-90252-18 Water 05/12/2015 0700 05/13/2015 1600

420-90252-19 Water 05/12/2015 0640 05/13/2015 1600

420-90252-20 Water 05/12/2015 0700 05/13/2015 1600

420-90252-21 Water 05/12/2015 0730 05/13/2015 1600

420-90252-22 Water 05/12/2015 0530 05/13/2015 1600

420-90252-23 Water 05/12/2015 0630 05/13/2015 1600

420-90252-24 Water 05/12/2015 0820 05/13/2015 1600

420-90252-25 Water 05/13/2015 0530 05/13/2015 1600

420-90252-26 Water 05/13/2015 0545 05/13/2015 1600

420-90252-27 Water 05/13/2015 0600 05/13/2015 1600

420-90252-28 Water 05/13/2015 0530 05/13/2015 1600

420-90252-29 Water 05/13/2015 0630 05/13/2015 1600

420-90252-30 Water 05/13/2015 0540 05/13/2015 1600

420-90252-31 Water 05/13/2015 0645 05/13/2015 1600

420-90252-32 Water 05/13/2015 0900 05/13/2015 1600

420-90252-33 Water 05/13/2015 0730 05/13/2015 1600

420-90252-34 Water 05/13/2015 0730 05/13/2015 1600

420-90252-35 Water 05/13/2015 0615 05/13/2015 1600

420-90252-36 Water 05/13/2015 0730 05/13/2015 1600

420-90252-37 Water 05/13/2015 0645 05/13/2015 1600

420-90252-38 Water 05/13/2015 0600 05/13/2015 1600

420-90252-39 Water 05/13/2015 0720 05/13/2015 1600

420-90252-40 Water 05/13/2015 0815 05/13/2015 1600

EnviroTest Laboratories, Inc.

Page 4 of 50
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Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-1
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/10/2015 1100

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 75.0 ug/L 10.0 10.0 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1526 1.0
Lead 47.0 9 ug/L 1.00 1.00 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1526 1.0

EnviroTest Laboratories, Inc.
Page 5 of 50
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Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-2
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/11/2015 0700

Date Received: 05/13/2015 1600

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 85.2 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/26/2015 1414 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1209 1.0

EnviroTest Laboratories, Inc.
Page 6 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-3
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/11/2015 0400

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 46.4 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1222 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1222 1.0

EnviroTest Laboratories, Inc.
Page 7 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-4
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/11/2015 0527

Date Received: 05/13/2015 1600

Client Sample ID:

ResulUOualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 83.9 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1226 1.0

Lead 3.34 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1226 1.0

EnviroTest Laboratories, Inc.
Page 8 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-5
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/11/2015 0745

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 314 uglL 10.0 10.0 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1530 1.0
Lead 3.10 uglL 1.00 1.00 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1530 1.0

EnviroTest Laboratories, Inc.
Page 9 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-6
401 Neperan Road Client Matrix: Water
Shaft 10

Date Sampled: 05/12/2015 0630
Tarrytown, NY 10591

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 97.1 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1229 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1229 1.0

EnviroTest Laboratories, Inc.
Page 10 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-7
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/12/2015 0500

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 118 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1233 1.0

Lead 18.2 9 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1233 1.0

EnviroTest Laboratories, Inc.
Page 11 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-8
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/12/2015 0730

Date Received: 05/13/2015 1600

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 146 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1236 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1236 1.0

EnviroTest Laboratories, Inc.
Page 12 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-9
401 Neperan Road Client Matrix: Water
Shaft 10

Date Sampled: 05/12/2015 0547
Tarrytown, NY 10591

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 172 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1240 1.0

Lead 1.25 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1240 1.0

EnviroTest Laboratories, Inc.
Page 13 of SO

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-10
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/12/2015 0545

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 90.9 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1243 1.0
Lead 1.55 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1243 1.0

EnviroTest Laboratories, Inc.
Page 14 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-11
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/12/2015 0630

Date Received: 05/13/2015 1600

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 6S.4 ug/L 10.0 10.0 200.8 Rev.S.4 05/14/2015 1809 OS/26/2015 1417 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.S.4 05/14/201S 1809 OS/22/2015 1247 1.0

EnviroTest Laboratories, Inc.
Page 15 of SO

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-12
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/12/2015 0515

Date Received: 05/13/2015 1600

Client Sample ID:

ResulVQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 118 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1251 1.0
Lead 41.0 9 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1251 1.0

EnviroTest Laboratories, Inc.
Page 16 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-13
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/12/2015 0630

Date Received: 05/13/2015 1600

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 146 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1254 1.0

Lead 54.6 9 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1254 1.0

EnviroTest Laboratories, Inc.
Page 17 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-14
401 Neperan Road

Client Matrix: WaterShaft 10
Date Sampled: 05/12/2015 0645Tarrytown, NY 10591
Date Received: 05/13/2015 1600

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 37.4 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 OS/22/2015 1308 1.0
Lead 1.04 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 OS/22/2015 1308 1.0

EnviroTest Laboratories, Inc.
Page 18 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-15
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/12/2015 0600

Date Received: 05/13/2015 1600

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 96.4 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1311 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1311 1.0

EnviroTest laboratories, Inc.
Page 19 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Village ofTarrytown
401 Neperan Road
Shaft 10
Tarrytown, NY 10591

Client Sample ID:

METALS
Copper
Lead

EnviroTest Laboratories, Inc.

ResulUQualifier Unit

Job Number:
Lab Sample Id:
Client Matrix:

Date Sampled:
Date Received:

RL Date Prepared

420-90252-1
420-90252-16
Water
05/12/2015 0530
05/13/2015 1600

MDL Method Date Analyzed Dilution

53.6
6.74

ug/L
ug/L

10.0
1.00

05/14/2015 1809
05/14/2015 1809

10.0
1.00

200.8 Rev.5.4
200.8 Rev.5.4

Page 20 of 50

05/22/2015 1315 1.0
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shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-17
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/12/2015 0630

Date Received: 05/13/2015 1600

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 79.3 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1318 1.0
Lead 4.70 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1318 1.0

EnviroTest Laboratories, Inc.
Page 21 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-18
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/12/2015 0700

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 25.8 uglL 10.0 10.0 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1533 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1533 1.0

EnviroTest Laboratories, Inc.
Page 22 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-19
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/12/2015 0640

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 117 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1322 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1322 1.0

EnviroTest Laboratories, Inc.
Page 23 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown

Lab Sample Id: 420-90252-20401 Neperan Road
Client Matrix: WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 05/12/2015 0700

Date Received: 05/13/2015 1600

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 10.8 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1325 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1809 05/22/2015 1325 1.0

EnviroTest Laboratories, Inc.
Page 24 of SO

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-21
401 Neperan Road Client Matrix: Water
Shaft 10

Date Sampled: 05/12/2015 0730Tarrytown, NY 10591
Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 16.3 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1339 1.0

Lead
.

1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1339 1.0<1.00 ug/L

EnviroTest Laboratories, Inc.
Page 25 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-22
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/12/2015 0530

Date Received: 05/13/2015 1600

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 45.0 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/26/2015 1421 1.0
Lead 1.02 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1353 1.0

EnviroTest Laboratories, Inc.
Page 26 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-23
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/12/2015 0630

Date Received: 05/13/2015 1600

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 105 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/26/2015 1424 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1356 1.0

EnviroTest Laboratories, Inc.
Page 27 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-24
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/12/2015 0820

Date Received: 05/13/2015 1600

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 18.2 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1400 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1400 1.0

EnviroTest Laboratories, Inc.
Page 28 of SO

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1

Village of Tarrytown Lab Sample Id: 420-90252-25
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/13/2015 0530

Date Received: 05/13/2015 1600

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 101 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/26/2015 1438 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1403 1.0

EnviroTest Laboratories, Inc. Page 29 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown

Lab Sample Id: 420-90252-26
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0545

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 115 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/26/2015 1441 1.0
Lead 1.96 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1407 1.0

EnviroTest Laboratories, Inc.
Page 30 of 50

shaas02
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Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-27
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0600

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 33.9 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/26/2015 1445 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1410 1.0

EnviroTest Laboratories, Inc.
Page 31 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-28
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0530

Date Received: 05/13/2015 1600

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 109 ug/L 10.0 10.0 200.8 Rev.5A 05/14/2015 1815 05/26/2015 1448 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5A 05/14/2015 1815 05/22/2015 1414 1.0

EnviroTest Laboratories, Inc.
Page 32 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-29
401 Neperan Road

Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0630

Date Received: 05/13/2015 1600

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 22.7 uglL 10.0 10.0 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1537 1.0
Lead 1.14 uglL 1.00 1.00 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1537 1.0

EnviroTest Laboratories, Inc.
Page 33 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-30
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0540

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 19.9 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1417 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1417 1.0

EnviroTest Laboratories, Inc. Page 34 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1

Village ofTarrytown Lab Sample Id: 420-90252-31
401 Neperan Road Client Matrix: Water
Shaft 10 Date Sampled: 05/13/2015 0645
Tarrytown, NY 10591

Date Received: 05/13/2015 1600

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 37.3 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1421 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1421 1.0

EnviroTest Laboratories, Inc. Page 35 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown

Lab Sample Id: 420-90252-32
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0900

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 12.6 uglL 10.0 10.0 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1540 1.0
Lead 1.01 uglL 1.00 1.00 200.8 Rev.5.4 05/18/2015 1100 05/26/2015 1540 1.0

EnvlroTest Laboratories, Inc.
Page 36 of 50

shaas02
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Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-33
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/13/2015 0730

Date Received: 05/13/2015 1600

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 93.0 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/26/2015 1452 1.0

Lead 3.09 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1424 1.0

EnviroTest Laboratories, Inc.
Page 37 of 50
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Mr. Steve G Cowles Job Number: 420-90252-1
Village ofTarrytown Lab Sample Id: 420-90252-34
401 Neperan Road

Client Matrix: WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0730

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 214 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1438 1.0
Lead 1.82 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1438 1.0

EnviroTest Laboratories, Inc.
Page 38 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-35
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0615

Date Received: 05/13/2015 1600

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 23.1 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1441 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1441 1.0

EnviroTest Laboratories, Inc.
Page 39 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-36
401 Neperan Road

Client Matrix: WaterShaft 10
Date Sampled: 05/13/2015 0730Tarrytown, NY 10591
Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 147 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1445 1.0
Lead 1.09 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1445 1.0

EnviroTest Laboratories, Inc.
Page 40 of 50
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Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample ld: 420-90252-37
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0645

Date Received: 05/13/2015 1600

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper <10.0 uglL 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1448 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1448 1.0

EnviroTest Laboratories, Inc.
Page 41 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1
Village of Tarrytown Lab Sample Id: 420-90252-38
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 05/13/2015 0600

Date Received: 05/13/2015 1600

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 54.0 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1452 1.0
Lead 2.74 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1452 1.0

EnvlroTest Laboratories, Inc.
Page 42 of 50

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-90252-1

Village of Tarrytown Lab Sample Id: 420-90252-39
401 Neperan Road Client Matrix: Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/13/2015 0720

Date Received: 05/13/2015 1600

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 36.5 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1455 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1455 1.0

EnviroTest Laboratories, Inc. Page 43 of 50
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Mr. Steve G Cowles
Job Number: 420-90252-1Village ofTarrytown
Lab Sample Id: 420-90252-40401 Neperan Road
Client Matrix: WaterShaft 10
Date Sampled: 05/13/2015 0815Tarrytown, NY 10591
Date Received: 05/13/2015 1600

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 86.0 ug/L 10.0 10.0 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1459 1.0
Lead 6.34 ug/L 1.00 1.00 200.8 Rev.5.4 05/14/2015 1815 05/22/2015 1459 1.0

EnviroTest Laboratories, Inc.
Page 44 of 50
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Client: Village of Tarrytown

Lab Section Qualifier

DATA REPORTING QUALIFIERS

Job Number: 420-90252-1

Description

Metals

EnvlroTest Laboratories, Inc.

g Result fails applicable NYS drinking water standards

Page 45 of 50



Definitions and Glossary

Client: Village of Tarrytown Job Number: 420-90252-1

:...A;.=b.::.b;..:re:...:v.:.:ia:..:;ti.::.o:..:.n____These commonly used abbreviations mayor may not be present in this report.

Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

%R

DL, RA, RE

EPA

MDL

ND

QC

RL

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

RPD Relative Percent Difference - a measure of the relative difference between two points,

EnviroTest Laboratories, Inc.

Page 46 of 50
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-96862-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

11/03/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tei (845) 562-0890 Fax (845) 562-0841 www.envirotestiaboratories.com

Page 1 of 7

mailto:jesposito@envirotestlaboratories.com
http://www.envirotestiaboratories.com


. .... . .. . . . ...
Client: Village of Tarrytown Job Number: 420-96862-1

..................

ICPMS Metals by 200.8

200 Series Drinking Water Prep Determination Step
EnvTest
EnvTest

EPA 200.8 Rev.S.4

EPA200

EnvTest = EnviroTest

..................
EPA = US Environmental Protection Agency

Page 2 of 7



SAMPLE SUMMARY

Client: Village of Tarrytown
Job Number: 420-96862-1

Lab Samele 10 Client Samele 10 Client Matrix

OatelTime
Sameled

OatelTime
Received

420-96862-1 DrinkingWater 09/29/2015 0645 10/29/2015 1430

EnviroTest Laboratories, Inc.

Page 3 of 7
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Mr. Steve G Cowles
Job Number: 420-96862-1Village of Tarrytown
Lab Sample Id: 420-96862-1401 Neperan Road

Client Matrix: Drinking WaterShaft 10

Date Sampled: 09/29/2015 0645
Tarrytown, NY 10591

Date Received: 10/29/2015 1430
Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution
METALS
Copper 226 uglL 10.0 10.0 200.8 Rev.5.4 10/30/2015 1540 11/02/2015 1439 1.0Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 10/30/2015 1540 11/02/2015 1439 1.0

EnviroTest Laboratories, Inc.

Page 4 of 7
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Definitions and Glossary

Abbreviation

%R
These commonly used abbreviations mayor may not be present in this report.

DL, RA, RE

EPA
MDL

Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

ND

QC

RL

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.RPD

EnviroTest Laboratories, Inc.

Page 6 of 7
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-99144-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

01/05/2016

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 7

mailto:jesposito@envirotestlaboratories.com
http://www.envirotestlaboratories.com


METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-99144-1

Descrie,tion Lab Location Method Pree,aration Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.5.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 2 of 7



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-99144-1

Lab Sam.e.le10 Client Sam.e.le 10 Client Matrix
OatelTime
Sam.e.led

OatelTime
Received

420-99144-1 DrinkingWater 12/30/2015 0800 12/31/2015 1400

EnviroTest Laboratories, Inc.

Page 3 of 7
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Mr. Steve G Cowles Job Number: 420-99144-1
Village ofTarrytown Lab Sample Id: 420-99144-1
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 12/30/2015 0800Tanrytown, NY 10591
Date Received: 12/31/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 53.8 ug/L 10.0 10.0 200.8 Rev.5.4 01/04/2016 1118 01/04/2016 1511 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 01/04/2016 1118 01/04/2016 1511 1.0

EnviroTest Laboratories, Inc.
Page 4 of 7
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MOL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MOL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL,RA,RE

EPA

MOL

NO

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 6 of 7
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-95834-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~--~
Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

10108/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service

Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 9

mailto:jesposito@envirotestlaboratories.com
http://www.envirotestlaboratories.com




METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-95834-1

Descrie.tion Lab Location Method Pree.aration Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.S.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 3 of 9



Client: Village of Tarrytown

420-95834-2

EnviroTest Laboratories, Inc.

SAMPLE SUMMARY

Client Matrix

Drinking Water
Drinking Water

Page 4 of 9

DatelTime
SamDled

09/27/2015 0700
09/25/2015 1000

Job Number: 420-95834-1

DatelTime
Received

10101/2015 1430
10101/2015 1430
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Mr. Steve G Cowles Job Number: 420-95834-1

Village of Tarrytown Lab Sample Id: 420-95834-1

401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/27/2015 0700

Date Received: 10101/2015 1430

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 302 uglL 10.0 10.0 200.8 Rev.5.4 10102/2015 1348 10106/2015 2013 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 10/02/2015 1348 10/06/2015 2013 1.0

EnviroTest Laboratories, Inc. Page 5 of 9
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Mr. Steve G Cowles
Job Number: 420-95834-1Village of Tarrytown
Lab Sample Id: 420-95834-2401 Neperan Road
Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 1000Tarrytown, NY 10591

Date Received: 10101/2015 1430
Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 75.6 uglL 10.0 10.0 200.8 Rev.5.4 10102/2015 1348 10106/2015 2020 1.0Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 10102/2015 1348 10106/2015 2020 1.0

EnviroTest Laboratories, Inc.
Page 6 of 9
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.
%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

DL,RA,RE

EPA

MDL

ND

QC

RL

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.RPD

EnviroTest Laboratories, Inc.

Page 8 of 9
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-98344-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~--~
Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

12/22/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestiaboratories.com

Page 1 of 9

mailto:jesposito@envirotestlaboratories.com
http://www.envirotestiaboratories.com


METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-98344-1

Descri.e.tion Lab Location Method Pre.e.aration Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.5.4

EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 2 of 9



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-98344-1

OatelTime OatelTime

Lab Samele 10 Client Samele 10 Client Matrix Sameled Received

420-98344-1 Drinking Water 11/25/2015 0730 12/08/2015 1400

420-98344-2 Drinking Water 12/07/2015 0700 12/08/2015 1400

420-98344-3 Drinking Water 12/08/2015 0800 12/08/2015 1400

EnviroTest Laboratories, Inc.

Page 3 of 9
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Mr. Steve G Cowles Job Number: 420-98344-1
Village ofTarrytown

Lab Sample Id: 420-98344-1401 Neperan Road
Client Matrix: Drinking WaterShaft 10
Date Sampled: 11125/2015 0730Tarrytown, NY 10591
Date Received: 12/08/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 41.5 uglL 10.0 10.0 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1224 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1224 1.0

EnviroTest Laboratories, Inc.
Page 4 of 9
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Mr. Steve G Cowles Job Number: 420-98344-1
Village ofTarrytown Lab Sample Id: 420-98344-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 12/07/2015 0700

Date Received: 12/08/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 41.6 ug/L 10.0 10.0 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1231 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1231 1.0

EnviroTest Laboratories, Inc.
Page 5 of 9
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Mr. Steve G Cowles Job Number: 420-98344-1
Village of Tarrytown Lab Sample Id: 420-98344-3
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 12/08/2015 0800Tanrytown, NY 10591
Date Received: 12/08/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 144 uglL 10.0 10.0 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1238 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1238 1.0

EnviroTest Laboratories, Inc.
Page 6 of 9
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL, RA, RE

EPA

MDL

ND

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 8 of 9
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EnviroTest B
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-96124-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~.~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

10/27/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com
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METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-96124-1

Descrie.tion Lab Location Method Pree.aration Method
Matrix: Water

ICP Metals by 200.7

200 Series Drinking Water Prep Determination Step
EnvTest
EnvTest

EPA 200.7 Rev 4.4

EPA200

ICPMS Metals by 200.8

200 Series Drinking Water Prep Determination Step
EnvTest
EnvTest

EPA 200.8 Rev.S.4

EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.
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SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-96124-1

Oate/Time Oate/Time

Lab Samele 10 Client Samele 10 Client Matrix Sameled Received

420-96124-1 Drinking Water 10102/2015 0530 10108/2015 1400

420-96124-2 Drinking Water 10107/2015 0900 10108/2015 1400

420-96124-3 Drinking Water 09/30/2015 0630 10108/2015 1400

420-96124-4 Drinking Water 09/29/2015 0600 10108/2015 1400

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-96124-1Village of Tarrytown
Lab Sample Id: 420-96124-1401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 10102/2015 0530
Date Received: 10108/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 599 uglL 25.0 25.0 200.7 Rev 4.4 10109/2015 1024 10/26/2015 1423 1.0
Lead 4.13 uglL 1.00 1.00 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1109 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-96124-1

Village of Tarrytown Lab Sample Id: 420-96124-2

401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 10107/2015 0900

Date Received: 10108/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 791 uglL 25.0 25.0 200.7 Rev 4.4 10109/2015 1024 10/26/2015 1428 1.0

Lead 1.74 uglL 1.00 1.00 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1109 1.0

EnviroTest Laboratories, Inc. Page 5 of 10
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Mr. Steve G Cowles
Job Number: 420-96124-1Village ofTarrytown
Lab Sample Id: 420-96124-3401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/30/2015 0630
Date Received: 10108/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper <10.0 uglL 10.0 10.0 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1123 1.0Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1123 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-96124-1

Village of Tarrytown Lab Sample Id: 420-96124-4

401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/29/2015 0600

Date Received: 10108/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 210 uglL 10.0 10.0 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1141 1.0

Lead 18.8 uglL 1.00 1.00 200.8 Rev.5.4. 10109/2015 1024 10/12/2015 1141 1.0
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

ND

QC

RL

Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

%R

DL,RA,RE

EPA

MDL

RPD Relative Percent Difference - a measure of the relative difference between two points,

EnviroTest Laboratories, Inc.
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-95690-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

12/15/2015

Revision: 1

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestiaboratories.com
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METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-95690-1

Descrietion Lab Location Method Preearation Method
Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.5.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.
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SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-95690-1

OatelTime OatelTime

Lab Samele 10 Client Samele 10 Client Matrix Sameled Received

420-95690-1 Drinking Water 09/25/2015 0445 09/29/2015 1400

420-95690-2 Drinking Water 09/25/2015 0700 09/29/2015 1400

420-95690-3 Drinking Water 09/25/2015 0600 09/29/2015 1400

420-95690-4 Drinking Water 09/25/2015 0500 09/29/2015 1400

420-95690-5 Drinking Water 09/26/2015 0730 09/29/2015 1400

420-95690-6 Drinking Water 09/25/2015 0740 09/29/2015 1400

420-95690-7 Drinking Water 09/24/2015 0830 09/29/2015 1400

420-95690-8 Drinking Water 09/25/2015 0600 09/29/2015 1400

420-95690-9 Drinking Water 09/25/2015 0700 09/29/2015 1400

420-95690-10 Drinking Water 09/25/2015 0800 09/29/2015 1400

420-95690-11 Drinking Water 09/25/2015 0650 09/29/2015 1400

420-95690-12 Drinking Water 09/25/2015 0700 09/29/2015 1400

420-95690-13 Drinking Water 09/25/2015 0530 09/29/2015 1400

420-95690-14 Drinking Water 09/25/2015 0515 09/29/2015 1400

420-95690-15 Drinking Water 09/24/2015 1100 09/29/2015 1400

420-95690-16 Drinking Water 09/26/2015 0630 09/29/2015 1400

420-95690-17 Drinking Water 09/25/2015 0720 09/29/2015 1400

420-95690-18 Drinking Water 09/25/2015 0600 09/29/2015 1400

420-95690-19 Drinking Water 09/25/2015 0700 09/29/2015 1400

420-95690-20 Drinking Water 09/25/2015 0730 09/29/2015 1400

420-95690-21 Drinking Water 09/25/2015 0615 09/29/2015 1400

420-95690-22 Drinking Water 09/26/2015 0700 09/29/2015 1400

420-95690-23 Drinking Water 09/25/2015 0515 09/29/2015 1400

420-95690-24 Drinking Water 09/25/2015 0920 09/29/2015 1400

420-95690-25 Drinking Water 09/25/2015 0620 09/29/2015 1400

420-95690-26 Drinking Water 09/28/2015 0645 09/29/2015 1400

420-95690-27 Drinking Water 09/25/2015 0545 09/29/2015 1400

420-95690-28 Drinking Water 09/25/2015 0700 09/29/2015 1400

420-95690-29 Drinking Water 09/27/2015 0708 09/29/2015 1400

420-95690-30 Drinking Water 09/25/2015 0630 09/29/2015 1400

420-95690-31 Drinking Water 09/25/2015 0600 09/29/2015 1400

420-95690-32 Drinking Water 09/25/2015 0830 09/29/2015 1400

420-95690-33 Drinking Water 09/25/2015 0525 09/29/2015 1400

420-95690-34 Drinking Water 09/25/2015 0530 09/29/2015 1400

420-95690-35 Drinking Water 09/25/2015 0630 09/29/2015 1400

420-95690-36 Drinking Water 09/25/2015 0720 09/29/2015 1400

420-95690-37 Drinking Water 09/25/2015 0830 09/29/2015 1400

420-95690-38 Drinking Water 09/25/2015 0700 09/29/2015 1400

420-95690-39 Drinking Water 09/25/2015 0600 09/29/2015 1400

420-95690-40 Drinking Water 09/25/2015 0630 09/29/2015 1400

420-95690-41 Drinking Water 09/25/2015 0630 09/29/2015 1400

420-95690-42 Drinking Water 09/25/2015 0725 09/29/2015 1400

420-95690-43 Drinking Water 09/25/2015 0608 09/29/2015 1400

420-95690-44 Drinking Water 09/25/2015 0815 09/29/2015 1400

420-95690-45 Drinking Water 09/25/2015 0530 09/29/2015 1400

420-95690-46 Drinking Water 09/25/2015 0700 09/29/2015 1400

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-1
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0445Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 20.6 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1122 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1122 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 150 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1130 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1'509 10101/2015 1130 1.0

EnviroTest Laboratories, Inc.
Page 5 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-3
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0600Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 179 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10/01/2015 1137 1.0
Lead 1.32 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10/01/2015 1137 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-4
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0500

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 544 uglL 20.0 20.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1719 2.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1144 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-5
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/26/2015 0730Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 385 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1202 1.0
Lead 1.31 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1202 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-6
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0740

Date Received: 09/29/2015 1400

Client Sample 10:

ResulUQualifier Unit RL MOL. Method Date Prepared Date Analyzed Dilution

METALS
Copper 274 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1209 1.0

Lead 10.7 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1209 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown

Lab Sample Id: 420-95690-7401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/24/2015 0830
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 63.6 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1414 1.0
Lead 20.7 g ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1414 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-8
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0600

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 493 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1442 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1442 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown

Lab Sample Id: 420-95690-9401 Neperan Road
Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0700Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 500 ug/L 20.0 20.0 200.8 Rev.5.4 09/30/2015 1519 10106/2015 1608 2.0
Lead 1.37 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1449 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-10
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0800

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 322 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1456 1.0

Lead 3.03 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1456 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-11
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0650Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 728 uglL 50.0 50.0 200.8 Rev.5.4 09/30/2015 1519 10106/2015 1615 5.0
Lead 1.07 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1503 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-12
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 244 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1522 1.0

Lead 1.28 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1522 1.0

EnviroTest Laboratories, Inc. Page lS of SS
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-13
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0530

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 469 uglL 20.0 20.0 200.8 Rev.5.4 09/30/2015 1519 10/06/2015 1622 2.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10/01/2015 1529 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-14
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0515

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 270 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1536 1.0

Lead 2.37 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1536 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-15
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/24/2015 1100Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 99.4 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1543 1.0
Lead 8.12 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1543 1.0

EnviroTest Laboratories, Inc.
Page 18 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1

Village ofTarrytown Lab Sample Id: 420-95690-16
401 Neperan Road Client Matrix: Drinking Water
Shaft 10 Date Sampled: 09/26/2015 0630
Tarrytown, NY 10591

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 237 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1550 1.0

Lead 1.14 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1550 1.0

EnviroTest Laboratories, Inc. Page 19 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-95690-1Village ofTarrytown
Lab Sample Id: 420-95690-17401 Neperan Road
Client Matrix: Drinkinq WaterShaft 10
Date Sampled: 09/25/2015 0720Tarrytown, NY 10591

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 97.0 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1557 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1557 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-18
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0600

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 372 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1604 1.0

Lead' 1.22 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1604 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-19
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0700Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 388 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1611 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1611 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-20
401 Neperan Road

Client Mafrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0730

Date Received: 09/29/2015 1400

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 349 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1618 1.0
Lead 1.06 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1618 1.0

Page 23 of 55
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-21
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0615
Tarrytown, NY 10591

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 323 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1625 1.0

Lead 1.41 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1625 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-22
401 Neperan Road Client Matrix: Drinking Water
Shaft 10 . Date Sampled: 09/26/2015 0700
Tarrytown, NY 10591

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 210 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 19101/2015 1644 1.0

Lead 3.73 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1644 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown

Lab Sample Id: 420-95690-23401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/25/2015 0515
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 254 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1651 1.0
Lead 1.90 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1651 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-24
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0920

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 261 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1658 1.0
Lead 1.68 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1658 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-25
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0620
Tarrytown, NY 10591

Date Received: 09/29/2015 1400

Client Sample ID:

ResulVQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 363 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1705 1.0

Lead 1.36 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1705 1.0

EnviroTest Laboratories, Inc.
Page 28 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-26
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/28/2015 0645

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 98.9 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1712 1.0

Lead 1.81 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1712 1.0

EnvlroTest Laboratories, Inc.
Page 29 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown

Lab Sample Id: 420-95690-27401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/25/2015 0545

Date Received: 09/29/2015 1400.
Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 52.7 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1726 1.0
Lead 2.87 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1726 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1

Village of Tarrytown Lab Sample Id: 420-95690-28
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 18.5 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1806 1.0

Lead 1.36 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1806 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-29401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/27/2015 0708Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 210 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1813 1.0
Lead 17.5 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1813 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-30
401 Neperan'Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0630

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 391 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1820 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1820 1.0

EniliroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-31
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0600Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 231 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1827 1.0
Lead 14.7 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1827 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-32
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0830

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 366 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1834 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1834 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-33
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0525Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 486 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1841 1.0
Lead 73.4 g ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 1010112015 1841 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-34
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0530

Date Received: 09/29/2015 1400

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 227 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1848 1.0
Lead 1.08 ug/L 1.00 1.00 200.8 Rev.5A 09/30/2015 1524 10101/2015 1848 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-35
401 Neperan Road Client Matrix: Drinking Water ,
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0630

Date Received: 09/29/2015 1400

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 270 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1855 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1855 1.0
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-36
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0720

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 425 ug/L 20.0 20.0 200.8 Rev.5.4 09/30/2015 1524 10106/2015 1629 2.0
Lead 7.99 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1902 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-37
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0830

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 497 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1909 1.0
Lead , 4.08 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1909 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown

Lab Sample Id: 420-95690-38401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 367 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1928 1.0
Lead 2.81 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1928 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-39
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0600

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 472 uglL 20.0 20.0 200.8 Rev.5.4 09/30/2015 1524 10106/2015 1636 2.0

Lead 1.28 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1935 1.0
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Mr. Steve G Cowles Job Number: 420-95690-1

Village ofTarrytown Lab Sample Id: 420-95690-40

401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0630

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 406 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1942 1.0

Lead 51.0 g uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1942 1.0
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown

Lab Sample Id: 420-95690-41401 Neperan Road
Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0630Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 92.6 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1949 1.0
Lead 3.11 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1949 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-42
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0725

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 413 uglL 10.0 10.0 200.8 Rev.5.4 09/~0/2015 1524 10101/2015 1956 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1956 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-43
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0608

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 386 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2003 1.0
Lead 1.13 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2003 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1

Village of Tarrytown Lab Sample Id: 420-95690-44
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0815

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 166 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2010 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2010 1.0
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Mr. Steve G Cowles Job Number: 420-95690-1 .
Village of Tarrytown

Lab Sample Id: 420-95690-45401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/25/2015 0530
Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 394 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2017 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2017 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-46
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 449 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2024 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2024 1.0

EnviroTest Laboratories, Inc.
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Client: Village of Tarrytown

Lab Section

DATA REPORTING QUALIFIERS

Job Number: 420-95690-1

Qualifier Descrietion

Metals

EnviroTest Laboratories, Inc.

g Result fails applicable NYS drinking water standards

Page 50 of 55



Definitions and Glossary

Client: Village of Tarrytown Job Number: 420-95690-1

Abbreviation These commonly used abbreviations mayor may not be present in this report.

RPD

Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MOL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MOL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points

%R

DL, RA, RE

EPA

MOL

NO

QC

RL

EnviroTest Laboratories, Inc.
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-96862-1

Job Description: Village ofTarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~ .... ~
Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

11/03/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envlrotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 7
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Client: Village of Tarrytown Job Number: 420-96862-1

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.5.4
EPA200

EnvTest = EnviroTest

EPA = US Environmental Protection Agency

Page 2 of 7



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-96862-1

Lab Sam.e.le10 Client Sam.e.le 10 Client Matrix
OatelTime
Sam.e.led

OatelTime
Received

420-96862-1 Drinking Water 09/29/2015 0645 10/29/2015 1430

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-96862-1
Village of Tarrytown Lab Sample Id: 420-96862-1
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/29/2015 0645Tarrytown, NY 10591
Date Received: 10/29/2015 1430

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 226 uglL 10.0 10.0 200.8 Rev.5.4 10/30/2015 1540 11/02/2015 1439 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 10/30/2015 1540 11/02/2015 1439 1.0

EnviroTest Laboratories, Inc.
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL, RA, RE

EPA

MDL

ND

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 6 of 7
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-99144-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

01/05/2016

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envlrotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 7
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METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-99144-1

Descri.e,tion Lab Location Method Pre.e,aration Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.5.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 2 of 7



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-99144-1

Lab Sam,e,le10 Client Sam,e,le 10 Client Matrix
OatelTime
Sam,e,led

OatelTime
Received

420-99144-1 DrinkingWater 12/30/2015 0800 12/31/2015 1400

EnviroTest Laboratories, Inc.

Page 3 of 7
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Mr. Steve G Cowles Job Number: 420-99144-1
Village of Tarrytown Lab Sample Id: 420-99144-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 12/30/2015 0800Tarrytown, NY 10591
Date Received: 12/31/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 53.8 ug/L 10.0 10.0 200.8 Rev.5.4 01/04/2016 1118 01/04/2016 1511 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 01/04/2016 1118 01/04/2016 1511 1.0

EnviroTest Laboratories, Inc.
Page 4 of 7
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

DL, RA, RE

EPA

MDL

ND

QC

RL

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.RPD

EnviroTest Laboratories, Inc.

Page 6 of 7
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-95834-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~--~
Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

10108/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestiaboratories.com

Page 1 of 9
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http://www.envirotestiaboratories.com




METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-95834-1

Descrietion Lab Location Method Preearation Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.5.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 3 of 9



Client: Village of Tarrytown

Lab Sam.e.le 10 Client Sam.e.le 10

420-95834-1
420-95834-2

EnviroTest Laboratories, Inc.

SAMPLE SUMMARY

Client Matrix

Drinking Water

Drinking Water

Page 4 of 9

OatelTime
Sam.e.led

09/27/2015 0700

09/25/2015 1000

Job Number: 420-95834-1

OatelTime
Received

10101/2015 1430
10101/2015 1430
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Mr. Steve G Cowles Job Number: 420-95834-1
Village ofTarrytown Lab Sample Id: 420-95834-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/27/2015 0700

Date Received: 10101/2015 1430

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 302 uglL 10.0 10.0 200.8 Rev.5.4 10102/2015 1348 10106/2015 2013 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 10102/2015 1348 10106/2015 2013 1.0

EnviroTest Laboratories, Inc.
Page 5 of 9
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Mr. Steve G Cowles Job Number: 420-95834-1
Village of Tarrytown Lab Sample Id: 420-95834-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 1000Tarrytown, NY 10591
Date Received: 10101/2015 1430

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 75.6 uglL 10.0 10.0 200.8 Rev.5.4 10102/2015 1348 10106/2015 2020 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 10102/2015 1348 10106/2015 2020 1.0

EnviroTest Laboratories, Inc.
Page 6 of 9
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MOL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MOL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL,RA, RE

EPA

MOL

NO

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 8 of 9
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-98344-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

9a.--~~
Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

12/22/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 9

mailto:jesposito@envirotestlaboratories.com
http://www.envirotestlaboratories.com


Client: Village of Tarrytown

Descrietion

METHOD SUMMARY

Lab Location

Job Number: 420-98344-1

Method Preearation Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EPA 200.8 Rev.5.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

EnvTest
EnvTest

Page 2 of 9



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-98344-1

OatelTime OatelTime
Lab Samele 10 Client Samele 10 Client Matrix Sameled Received

420-98344-1 Drinking Water 11/25/2015 0730 12/08/2015 1400

420-98344-2 Drinking Water 12/07/2015 0700 12/08/2015 1400

420-98344-3 Drinking Water 12/08/2015 0800 12/08/2015 1400

EnviroTest Laboratories, Inc.

Page 3 of 9
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Mr. Steve G Cowles Job Number: 420-98344-1
Village of Tarrytown Lab Sample Id: 420-98344-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 11/25/2015 0730Tanrytown, NY 10591
Date Received: 12/08/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 41.5 uglL 10.0 10.0 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1224 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1224 1.0

EnvlroTest Laboratories, Inc.
Page 4 of 9
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Mr. Steve G Cowles Job Number: 420-98344-1
Village ofTarrytown Lab Sample Id: 420-98344-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 12/07/2015 0700

Date Received: 12/08/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 41.6 uglL 10.0 10.0 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1231 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 12/10/2015 1029 12/17/2015 1231 1.0

EnviroTest Laboratories, Inc. Page 5 of 9
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Mr. Steve G Cowles
Village ofTarrytown
401 Neperan Road
Shaft 10
Tarrytown, NY 10591

Client Sample ID:

METALS
Copper
Lead

EnvlroTest Laboratories, Inc.

Result/Qualifier Unit

144
<1.00

uglL
uglL

Job Number:
Lab Sample Id:
Client Matrix:
Date Sampled:
Date Received:

420-98344-1
420-98344-3
Drinking Water
12/08/2015 0800
12/08/2015 1400

RL MDL Method Date Prepared Date Analyzed Dilution

10.0
1.00

10.0
1.00

12/10/2015 1029
12/10/2015 1029

200.8 Rev.5.4
200.8 Rev.5.4

12/17/2015 1238 1.0
12/17/2015 1238 1.0

Page 6 of 9
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL,RA,RE

EPA

MDL

ND

QC

RL

RPD

EnviroTest Laboratories, Inc.

Page 8 of 9
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-96124-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~~

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

10/27/2015

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 10

mailto:jesposito@envirotestlaboratories.com
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METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-96124-1

Descrietion Lab Location Method Preearation Method

Matrix: Water

ICP Metals by 200.7
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.7 Rev 4.4

EPA200

ICPMS Metals by 200.8

200 Series Drinking Water Prep Determination Step
EnvTest
EnvTest

EPA 200.8 Rev.S.4

EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 2 of 10



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-96124-1

OatelTime OatelTime
Lab Samele 10 Client Samele 10 Client Matrix Sameled Received

420-96124-1 Drinking Water 10102/2015 0530 10108/2015 1400

420-96124-2 Drinking Water 10107/2015 0900 10108/2015 1400

420-96124-3 Drinking Water 09/30/2015 0630 10108/2015 1400

420-96124-4 Drinking Water 09/29/2015 0600 10108/2015 1400

EnviroTest Laboratories, Inc.

Page 3 of 10
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Mr. Steve G Cowles Job Number: 420-96124-1
Village ofTarrytown Lab Sample Id: 420-96124-1
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 10102/2015 0530

Date Received: 10108/2015 1400
,

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 599 uglL 25.0 25.0 200.7 Rev 4.4 10109/2015 1024 10/26/2015 1423 1.0
Lead 4.13 uglL 1.00 1.00 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1109 1.0

EnviroTest laboratories, Inc.
Page 4 of 10
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Mr. Steve G Cowles Job Number: 420-96124-1
Village of Tarrytown Lab Sample Id: 420-96124-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 10107/2015 0900

Date Received: 10108/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 791 ug/L 25.0 25.0 200.7 Rev 4.4 10109/2015 1024 10/26/2015 1428 1.0

Lead 1.74 ug/L 1.00 1.00 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1109 1.0

EnviroTest Laboratories, Inc.
Page 5 of 10
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Mr. Steve G Cowles Job Number: 420-96124-1
Village of Tarrytown Lab Sample Id: 420-96124-3
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/30/2015 0630Tarrytown, NY 10591
Date Received: 10108/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper <10.0 uglL 10.0 10.0 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1123 1.0
Lead <1.00 uglL 1.00. 1.00 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1123 1.0

EnviroTest Laboratories, Inc.
Page 6 of 10
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Mr. Steve G Cowles Job Number: 420-96124-1

Village of Tarrytown Lab Sample Id: 420-96124-4
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/29/2015 0600

Date Received: 10108/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 210 uglL 10.0 10.0 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1141 1.0

Lead 18.8 uglL 1.00 1.00 200.8 Rev.5.4 10109/2015 1024 10/12/2015 1141 1.0

EnviroTest Laboratories, Inc.
Page 7 of 10
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

RPD

Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

%R

DL, RA, RE

EPA

MDL

ND

QC

RL

EnviroTest Laboratories, Inc.

Page 9 of 10
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EnviroTest
Laboratories Inc.

ANALYTICAL REPORT

Job Number: 420-95690-1

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~--~
Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

12/15/2015

Revision: 1

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com

Page 1 of 55
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METHOD SUMMARY

Client: Village of Tarrytown Job Number: 420-95690-1

Descrietion Lab Location Method Preearation Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EnvTest
EnvTest

EPA 200.8 Rev.5.4

EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

Page 2 of 55



SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-95690-1

Oatemme Oatemme
Lab Samele 10 Client Samele 10 Client Matrix Sameled Received

420-95690-1 Drinking Water 09/25/2015 0445 09/29/2015 1400

420-95690-2 Drinking Water 09/25/2015 0700 09/29/2015 1400

420-95690-3 Drinking Water 09/25/2015 0600 09/29/2015 1400

420-95690-4 Drinking Water 09/25/2015 0500 09/29/2015 1400

420-95690-5 Drinking Water 09/26/2015 0730 09/29/2015 1400

420-95690-6 Drinking Water 09/25/2015 0740 09/29/2015 1400

420-95690-7 Drinking Water 09/24/2015 0830 09/29/2015 1400

420-95690-8 Drinking Water 09/25/2015 0600 09/29/2015 1400

420-95690-9 Drinking Water 09/25/2015 0700 09/29/2015 1400

420-95690-10 Drinking Water 09/25/2015 0800 09/29/2015 1400

420-95690-11 Drinking Water 09/25/2015 0650 09/29/2015 1400

420-95690-12 Drinking Water 09/25/2015 0700 09/29/2015 1400

420-95690-13 Drinking Water 09/25/2015 0530 09/29/2015 1400
420-95690-14 Drinking Water 09/25/2015 0515 09/29/2015 1400

420-95690-15 Drinking Water 09/24/2015 1100 09/29/2015 1400

420-95690-16 Drinking Water 09/26/2015 0630 09/29/2015 1400

420-95690-17 Drinking Water 09/25/2015 0720 09/29/2015 1400
420-95690-18 Drinking Water 09/25/2015 0600 09/29/2015 1400
420-95690-19 Drinking Water 09/25/2015 0700 09/29/2015 1400
420-95690-20 Drinking Water 09/25/2015 0730 09/29/2015 1400
420-95690-21 Drinking Water 09/25/2015 0615 09/29/2015 1400
420-95690-22 Drinking Water 09/26/2015 0700 09/29/2015 1400

420-95690-23 Drinking Water 09/25/2015 0515 09/29/2015 1400
420-95690-24 Drinking Water 09/25/2015 0920 09/29/2015 1400
420-95690-25 Drinking Water 09/25/2015 0620 09/29/2015 1400
420-95690-26 Drinking Water 09/28/2015 0645 09/29/2015 1400
420-95690-27 Drinking Water 09/25/2015 0545 09/29/2015 1400
420-95690-28 Drinking Water 09/25/2015 0700 09/29/2015 1400
420-95690-29 Drinking Water 09/27/2015 0708 09/29/2015 1400
420-95690-30 Drinking Water 09/25/2015 0630 09/29/2015 1400
420-95690-31 Drinking Water 09/25/2015 0600 09/29/2015 1400
420-95690-32 Drinking Water 09/25/2015 0830 09/29/2015 1400
420-95690-33 Drinking Water 09/25/2015 0525 09/29/2015 1400
420-95690-34 Drinking Water 09/25/2015 0530 09/29/2015 1400
420-95690-35 Drinking Water 09/25/2015 0630 09/29/2015 1400
420-95690-36 Drinking Water 09/25/2015 0720 09/29/2015 1400
420-95690-37 Drinking Water 09/25/2015 0830 09/29/2015 1400
420-95690-38 Drinking Water 09/25/2015 0700 09/29/2015 1400
420-95690-39 Drinking Water 09/25/2015 0600 09/29/2015 1400
420-95690-40 Drinking Water 09/25/2015 0630 09/29/2015 1400
420-95690-41 Drinking Water 09/25/2015 0630 09/29/2015 1400
420-95690-42 Drinking Water 09/25/2015 0725 09/29/2015 1400
420-95690-43 Drinking Water 09/25/2015 0608 09/29/2015 1400
420-95690-44 Drinking Water 09/25/2015 0815 09/29/2015 1400
420-95690-45 Drinking Water 09/25/2015 0530 09/29/2015 1400
420-95690-46 Drinking Water 09/25/2015 0700 09/29/2015 1400

EnviroTest Laboratories, Inc.

Page 3 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0445
Tarrytown, NY 10591

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 20.6 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10/01/2015 1122 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10/01/2015 1122 1.0

EnvlroTest Laboratories, Inc.
Page 4 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 150 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1130 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1130 1.0

EnviroTest Laboratories, Inc. Page 5 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-3
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0600

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 179 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1137 1.0
Lead 1.32 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1137 1.0

EnviroTest Laboratories, Inc.
Page 6 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-4
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0500

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 544 uglL 20.0 20.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1719 2.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1144 1.0

EnviroTest Laboratories, Inc.
Page 7 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-5
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/26/2015 0730Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 385 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1202 1.0
Lead 1.31 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1202 1.0

EnviroTest Laboratories, Inc.
Page 8 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-6
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0740

Date Received: 09/29/2015 1400

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 274 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1209 1.0

Lead 10.7 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1509 10101/2015 1209 1.0

EnviroTest Laboratories, Inc.
Page 9 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-7
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/24/2015 0830

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 63.6 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1414 1.0
Lead 20.7 g uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1414 1.0

EnviroTest laboratories, Inc.
Page 10 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-8
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0600

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 493 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1442 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1442 1.0

EnviroTest Laboratories, Inc.
Page 11 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-9
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0700Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 500 uglL 20.0 20.0 200.8 Rev.5.4 09/30/2015 1519 10106/2015 1608 2.0
Lead 1.37 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1449 1.0

EnviroTest Laboratories, Inc.
Page 12 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-10
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0800

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 322 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1456 1.0

Lead 3.03 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1456 1.0

EnviroTest Laboratories, Inc.
Page 13 of 55
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-11
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0650

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 728 uglL 50.0 50.0 200.8 Rev.5.4 09/30/2015 1519 10106/2015 1615 5.0
Lead 1.07 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1503 1.0

EnviroTest Laboratories, Inc.
Page 14 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-12
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 244 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1522 1.0

Lead 1.28 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1522 1.0

EnviroTest Laboratories, Inc.
Page 15 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-13
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0530Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 469 uglL 20.0 20.0 200.8 Rev.5.4 09/30/2015 1519 10106/2015 1622 2.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1529 1.0

EnviroTest Laboratories, Inc.
Page 16 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-14
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0515

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 270 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1536 1.0

Lead 2.37 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1536 1.0

EnviroTest Laboratories, Inc.
Page 17 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-15
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/24/2015 1100Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 99.4 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1543 1.0
Lead 8.12 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1543 1.0

EnviroTest Laboratories, Inc.
Page 18 of 55
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-16
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/26/2015 0630

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 237 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1550 1.0

Lead 1.14 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1550 1.0

EnviroTest Laboratories, Inc.
Page 19 of 55
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Text Box
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-17
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0720Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 97.0 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1557 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1557 1.0

EnvlroTest Laboratories, Inc.
Page 20 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1

Village ofTarrytown Lab Sample Id: 420-95690-18
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0600

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Ouafifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 372 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1604 1.0

Lead 1.22 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1604 1.0

EnviroTest Laboratories, Inc.
Page 21 of 55

shaas02
Text Box
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-19
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 388 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10/01/2015 1611 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10/01/2015 1611 1.0

EnviroTest Laboratories, Inc.
Page 22 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-20
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0730

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 349 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1618 1.0
Lead 1.06 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1618 1.0

EnviroTest Laboratories, Inc.
Page 23 of 55

shaas02
Text Box
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-21
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0615
Tarrytown, NY 10591

Date Received: 09/29/2015 1400

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 323 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1625 1.0

Lead 1.41 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1625 1.0

EnviroTest Laboratories, Inc.
Page 24 of 55
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-22
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/26/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 210 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1644 1.0

Lead 3.73 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1644 1.0

EnviroTest Laboratories, Inc.
Page 25 of 55

shaas02
Text Box
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown

Lab Sample Id: 420-95690-23401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/25/2015 0515
Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 254 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1651 1.0
Lead 1.90 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1651 1.0

EnviroTest Laboratories, Inc.
Page 26 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1

Village of Tarrytown Lab Sample Id: 420-95690-24
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0920

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 261 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10/01/2015 1658 1.0

Lead 1.68 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10/01/2015 1658 1.0

EnviroTest Laboratories, Inc. Page 27 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown

Lab Sample ld: 420-95690-25401 Neperan Road
Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0620Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 363 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10/01/2015 1705 1.0
Lead 1.36 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10/01/2015 1705 1.0

EnvlroTest Laboratories, Inc.
Page 28 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-26
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/28/2015 0645

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 98.9 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1712 1.0

Lead 1.81 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1519 10101/2015 1712 1.0

EnviroTest Laboratories, Inc.
Page 29 of 55
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-27
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0545

Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 52.7 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1726 1.0
Lead 2.87 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1726 1.0

EnviroTest Laboratories, Inc.
Page 30 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-28
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 18.5 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1806 1.0
Lead 1.36 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1806 1.0

EnviroTest Laboratories, Inc.
Page 31 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-29
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/27/2015 0708Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 210 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1813 1.0
Lead 17.5 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1813 1.0

EnviroTest Laboratories, Inc.
Page 32 of 55

shaas02
Text Box
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample ld: 420-95690-30
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0630

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 391 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1820 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1820 1.0

EnviroTest Laboratories, Inc.
Page 33 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-31
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0600Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 231 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1827 1.0
Lead 14.7 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1827 1.0

EnvlroTest Laboratories, Inc.
Page 34 of SS

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-32
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0830

Date Received: 09/29/2015 1400

Client Sample ID:

ResulVOualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 366 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1834 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1834 1.0

EnviroTest Laboratories, Inc.
Page 35 of 55

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-33
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0525Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 486 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1841 1.0
Lead 73.4 g uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1841 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-34
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0530

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 227 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1848 1.0

Lead 1.08 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1848 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-35
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0630Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 270 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1855 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1855 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-36
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0720

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 425 uglL 20.0 20.0 200.8 Rev.5.4 09/30/2015 1524 10/06/2015 1629 2.0

Lead 7.99 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10/01/2015 1902 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-37
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0830Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 497 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1909 1.0
Lead 4.08 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1909 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-38
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 367 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1928 1.0

Lead 2.81 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1928 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-39
401 Neperan Road Client Matrix: Drinking WaterShaft 10

Date Sampled: 09/25/2015 0600Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 472 uglL 20.0 20.0 200.8 Rev.5.4 09/30/2015 1524 10106/2015 1636 2.0
Lead 1.28 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1935 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample ld: 420-95690-40
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/25/2015 0630

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 406 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1942 1.0
Lead 51.0 g uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1942 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-95690-1

Village of Tarrytown Lab Sample Id: 420-95690-41
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0630

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 92.6 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1949 1.0

Lead 3.11 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1949 1.0
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Mr. Steve G Cowles Job Number: 420-95690-1

Village of Tarrytown Lab Sample Id: 420-95690-42
401 Neperan Road Client Matrix: Drinking Water
Shaft 10 Date Sampled: 09/25/2015 0725
Tarrytown, NY 10591

Date Received: 09/29/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 413 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1956 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 1956 1.0
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown

Lab Sample ld: 420-95690-43401 Neperan Road
Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/25/2015 0608Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 386 ug/L 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2003 1.0
Lead 1.13 ug/L 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2003 1.0
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Mr. Steve G Cowles Job Number: 420-95690-1
Village ofTarrytown Lab Sample Id: 420-95690-44
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0815

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 166 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2010 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2010 1.0
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-45
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/25/2015 0530Tarrytown, NY 10591
Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 394 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2017 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2017 1.0
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Mr. Steve G Cowles Job Number: 420-95690-1
Village of Tarrytown Lab Sample Id: 420-95690-46
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/25/2015 0700

Date Received: 09/29/2015 1400

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 449 uglL 10.0 10.0 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2024 1.0

Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 09/30/2015 1524 10101/2015 2024 1.0

EnviroTest Laboratories, Inc.
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DATA REPORTING QUALIFIERS

Client: Village of Tarrytown Job Number: 420-95690-1

Lab Section Qualifier Descrietion

Metals

g Result fails applicable NYS drinking water standards

EnviroTest Laboratories, Inc.
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Definitions and Glossary

Client: Village of Tarrytown Job Number: 420-95690-1

Abbreviation These commonly used abbreviations mayor may not be present in this report.

RPD

Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MDL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points

%R

DL, RA, RE

EPA

MDL

ND

QC

RL

EnviroTest Laboratories, Inc.
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ANALYTICAL REPORT

Job Number: 420-98894-1

SDG Number:

Job Description: Village of Tarrytown

For:
Village of Tarrytown
401 Neperan Road

Shaft 10
Tarrytown, NY 10591

Attention: Mr. Steve G Cowles

~~.~~

EnviroTest
Laboratories Inc.

Joyce M Esposito

Senior Customer Service Representative

jesposito@envirotestlaboratories.com

01/04/2016

NYSDOH ELAP does not certify for all parameters. EnviroTest Laboratories does hold certification for all analytes where certification
is offered by ELAP unless otherwise specified. Pursuant to NELAP, this report may not be reproduced, except in full, without written
approval of the laboratory. EnviroTest Laboratories Inc. certifies that the analytical results contained herein apply only to the samples
tested as received by our laboratory. All questions regarding this report should be directed to the EnviroTest Customer Service
Representative.

EnviroTest Laboratories, Inc. Certifications and Approvals: NYSDOH 10142, NJDEP NY015, CTDOPH PH-0554

Envirotest Laboratories, Inc.
315 Fullerton Avenue, Newburgh, NY 12550
Tel (845) 562-0890 Fax (845) 562-0841 www.envirotestlaboratories.com
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Client: Village of Tarrytown

Descrietion

METHOD SUMMARY

Lab Location

Job Number: 420-98894-1

Method Preearation Method

Matrix: Water

ICPMS Metals by 200.8
200 Series Drinking Water Prep Determination Step

EPA 200.8 Rev.S.4
EPA200

Lab References:

EnvTest = EnviroTest

Method References:

EPA = US Environmental Protection Agency

EnviroTest Laboratories, Inc.

EnvTest
EnvTest
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SAMPLE SUMMARY

Client: Village of Tarrytown Job Number: 420-98894-1
SDG Number:

OatelTime OatelTime
Lab Samele 10 Client Samele 10 Client Matrix Sameled Received

420-98894-1 Drinking Water 12/15/2015 0500 12/22/2015 1400
420-98894-2 Drinking Water 12/17/2015 1111 12/22/2015 1400
420-98894-3 Drinking Water 12/17/2015 0800 12/22/2015 1400
420-98894-4 Drinking Water 12/21/2015 0700 12/22/2015 1400

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-98894-1

Village of Tarrytown Lab Sample Id: 420-98894-1

401 Neperan Road Client Matrix: Drinking Water

Shaft 10 Date Sampled: 12/15/2015 0500
Tarrytown, NY 10591 Date Received: 12/22/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 13.7 uglL 10.0 10.0 200.8 Rev.5.4 12/23/2015 1214 12/28/2015 2226 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 12/23/2015 1214 12/28/2015 2226 1.0
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Mr. Steve G Cowles Job Number: 420-98894-1
Village of Tarrytown Lab Sample Id: 420-98894-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 12/17/2015 1111

Date Received: 12/22/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 39.5 uglL 10.0 10.0 200.8 Rev.5.4 12/23/2015 1214 12/28/2015 2234 1.0
Lead <1.00 uglL 1.00 1.00 200.8 Rev.5.4 12/23/2015 1214 12/28/2015 2234 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-98894-1
Village of Tarrytown Lab Sample Id: 420-98894-3
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 12/17/2015 0800

Date Received: 12/22/2015 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 121 uglL 10.0 10.0 200.8 Rev.5.4 12/23/2015 1214 12/28/2015 2241 1.0
Lead 1.74 uglL 1.00 1.00 200.8 Rev.5.4 12/23/2015 1214 12/28/2015 2241 1.0

EnviroTest laboratories, Inc.
Page 6 of 10

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-98894-1
Village ofTarrytown Lab Sample Id: 420-98894-4
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 12/21/2015 0700

Date Received: 12/22/2015 1400

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 24.1 ug/L 10.0 10.0 200.8 Rev.5.4 12/28/2015 1030 12/30/2015 1852 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 Rev.5.4 12/28/2015 1030 12/30/2015 1852 1.0

EnviroTest Laboratories, Inc.
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Definitions and Glossary

Abbreviation These commonly used abbreviations mayor may not be present in this report.

%R Percent Recovery

Indicates a Dilution, Reanalysis or Reextraction.

United States Environmental Protection Agency

Method Detection Limit - an estimate of the minimum amount of a substance that an analytical
process can reliably detect. A MOL is analyte- and matrix-specific and may be
laboratory-dependent.

Not detected at the reporting limit (or MDL if shown).

Quality Control

Reporting Limit - the minimum levels, concentrations, or quantities of a target variable (e.g.,
target analyte) that can be reported with a specified degree of confidence.

Relative Percent Difference - a measure of the relative difference between two points.

DL,RA,RE

EPA

MOL

NO

QC

RL

RPD

EnviroTest Laboratories, Inc.
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CHAIN OF CUSTODY REPORT# (Lab Use Only)
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